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Subject Libby Weather Station Calibration

History: This message has been forwarded.

Folks,

Since the data from the Libby weather station is expected to be used in
future modeling, a periodic recalibration of all of the instruments is
required. This has been done and the report is attached for your
information and/or use. The only problem involving, the barometric
pressure reading, requires a minor computer change which will be
completed as soon as possible.
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